
 
 

 
 

 
 
 
 
 
 
 
 

SPECIFICATIONS FOR 
 

TENDER #0171-1508 
 

TENDER FOR SERVICE CONTRACT ON  
FIRE EXTINGUISHERS, KITCHEN HOOD SYSTEMS, FIRE HOSES & 

AUXILIARY FIRE SUPPRESSION SYSTEMS  
FOR WESTERN HEALTH 

 
 

 
 
 
 
 
 
 
 
 
 

 
 

CLOSING DATE: 2nd of April 2015 
 

CLOSING TIME:  11:00 AM (Newfoundland Time) 



 
 

 
Invitation to Tender for Service Contract on Fire Extinguishers, Kitchen Hood 
Systems, Fire Hoses & Auxiliary Fire Suppression Systems 
 
 
1.0 General Provisions 
 

1.1 Intent 
 

This invitation to Tender is intended to obtain Service Contract service for 
Fire Extinguishers, Kitchen Hood Systems, Fire Hoses & Auxiliary Fire 
Suppression Systems, complete with emergency coverage for these 
systems under Western Health at the Sites as listed for a four (4) year 
term with the option to extend the contract for an additional three (3) years 
at the same terms and conditions.   
 
This Tender is concerned with the acquisition of Fire Extinguishers, 
Kitchen Hood Systems, Fire Hoses & Auxiliary Fire Suppression Systems 
service with consideration of the following: 
 
- Ongoing service and maintenance support. 

 
- All manuals, documents and initial supplies. 

 
- The right to reproduce any printed materials supplied with the 

product for the purpose of using the product. 
 

- Training and training manuals. 
 

- Future enhancement availability. 
 
 

 
1.2 Client Background 

 
Western Health was established in 2005 and is responsible for the 
delivery of Health and Community Services in the Western Region. 
 
 



1.3 Vendor Response 
 

1.3.1 Vendor’s tender must contain an Executive Summary which shall 
contain:  
a. A brief description of the product being quoted. 

 
b. The name, title and address of the Vendor’s representative 

responsible for the preparation of the Tender. 
 

1.3.2 All prices quoted for goods and services must be specified in 
Canadian dollars, FOB Western Memorial Regional Hospital.  All 
Tenders will be held to be valid for ninety (90) days following the 
Tender closing date. 

 
1.3.3 Tenders must be received in full on or before the exact closing time 

and date indicated.  TENDERS RECEIVED AFTER THAT TIME 
WILL NOT BE CONSIDERED. 

 
1.3.4 All costs relating to the work and materials supplied by the Vendor 

in responding to this Invitation to Tender must be borne by the 
Vendor. 

 
 

1.4 Release of Information 
 

1.4.1 While Tender is Open: 
 

  The names of individuals or companies who have picked up the 
tender documents will be released for construction tenders only. 

 
  Individual Authorities may determine that this information will not be 

released in situations where it is not in the best interest of the 
Authority to do so. 

 
  Upon request, this information may be released to designate(s) of 

the Newfoundland and Labrador Construction Association (NLCA) 
only.  The designate(s) will be agreed upon by the Authorities and 
the NLCA. 

 
  This information will be released upon request from the NLCA 

designate(s) at a maximum once per week. 
 
  No information will be released in the seven calendar days 

preceding tender opening. 
 
 



 1.4.2 At Tender Opening: 
 
  Only the names of the bidders will be read out. 
 
 1.4.3 After Tender Opening: 
 
  1. No further information will be released until after the contract 

is awarded. 
  2. After award, only the name and bid price of the successful 

bidder will be made available. 
  3. Information will be made available for a 90 day period only. 
  4. Successful Awards will be posted on Web Site. 

 
  
1.5 Communication During Tendering  

 
1.5.1 All communications with Western Health with respect to this 

invitation to Tender must be directed in writing to the attention of: 
 

Mr. Paul Wight 
Director of Materiel’s Management 

Western Health 
1 Brookfield Avenue 

Corner Brook, Newfoundland 
A2H 6J7 

Tel:  (709) 637-5511 
Fax:  (709) 637-5030 

Email:  paulwight@westernhealth.nl.ca 
 

1.5.2 Western Health may, during the assessment period, request 
meetings with the Vendors to clarify points in the Tender.  No 
changes by the Vendor will be permitted after the Tender closing 
date. 

 
1.5.3 Faxed Tender responses will be accepted with the condition that 

the original Tender documents are received at Western Health’s 
Materiel’s Management Department no later than Five working 
days following the Tender closing date. 

 
1.5.4 All bids must be sent in a sealed envelope clearly marked with 

Tender Name and Number to: Materiel’s Management 
Department, Western Health, Western Memorial Regional Hospital, 
Lower Level, P.O. Box 2005, Corner Brook, NL  A2H 6J7. 

 
1.5.5 Bids submitted by electronic transmission (e-mail) will not be 

accepted. 



 
1.5.6 Companies submitting fax Tenders are doing so at their own risk 

and the fax Tender must be at the public opening as specified in 
the Tender information.  This Authority will not be responsible for in-
house courier services if companies submit quotations by fax 
machine.  The time stated on the fax Tender will become null and 
void since it is the responsibility of the company placing the Tender 
to have their Tender at the public opening, therefore, this Authority 
will not be responsible for any damages or liabilities. 

 
1.5.7 In order to contribute to waste reduction and promote 

environmental protection, the Western Health will endeavour to 
acquire goods and services that support these principles, therefore, 
product(s) quoted should include: 

 
� maximum level of post-consumer waste and/or recyclable 

content 
� minimal packaging 
� minimal environmental hazards 
� maximum energy efficiency 
� potential for recycling 
� disposal costs 

 
Without: 
� reducing the quality of the product required or affecting the 

intended use of the product 
� significantly impacting the acquisition cost 

 
 

 1.6 Tender Acceptance 
 

1.6.1 Any acquisitions resultant from this invitation to Tender shall be 
subject to the Public Tendering Act. 

   
1.6.2 The Tenders shall be opened in the Private Dining Room at The 

Western Memorial Regional Hospital on the scheduled date and 
time. 

 
1.6.3 Any Tender may be accepted in whole or in part.  The lowest 

Tender may not necessarily be accepted and Western Health 
reserves the right to cancel the Tender call.  Western Health shall 
not be held responsible or liable for the payment of any costs that 
are incurred by the bidder in preparing a Tender in response to this 
invitation to Tender. 

 
 



1.7 Warranty 
 

The Vendor shall warrant that the product supplied to Western Health 
shall equal the published specifications. 
 
The Vendor shall provide no less than a 1-year warranty on the system.  
The Vendor agrees to provide free of charge all parts and labour 
necessary to repair the system during the first year of operation. 
 

 
2.0 Scope of Work 
 

Qualifications 
 

1. The Vendor awarded this contract must be “Qualified” according to Office 
of the Fire Commission.  Standards Note:  “Qualified” means one of the 
following: 

 
 1. A manufacture of the specific buildings Fire Equipment/Systems. 

 2. A Manufacture’s Agent of the specific buildings Fire   
Equipment/Systems. 

 
 2. The “Qualified” Vendor shall furnish all necessary labour, material, tools 

and equipment to carry out full maintenance service in accordance with 
the work schedule and the manufacturer’s manuals. 

 
 
2.2 Examination of Premises 
 
 1. All Vendors tendering should examine the sites of the proposed work prior 

to submitting their tender and become thoroughly acquainted with same 
and obtain any and all information that may be necessary to properly 
execute contract. 

 
 2. Make arrangements with the facilities’ contact person (see Attached) prior 

to site visits. 
 
 
2.3 Work Included 
 
 1. Inspections and testing. 
 
 2. Checking, signing equipment tags, recording and provide an updated 

inspection list of all extinguishers indicating Extinguisher Number; Type; 
Size; Date of last Hydro Test; Date of next Hydro Test due; Date of this 
inspection; Serial Number of Extinguisher; Location of Fire 



Extinguisher/Fire Hoses; Extent of Service (Inspection, Hydrostatic, 
Test/Recharge). 

 
 3. Vendor to provide a comprehensive binded document of all sites indicating 

both the Certification Certificate and corresponding Fire Extinguishers, 
Fire Hoses, Kitchen Hood Systems and Auxiliary Automatic Fire 
Suppression Systems.  Each site shall have a tab labeled as quick 
reference.  In addition to a printed document, an electronic document of all 
corresponding Fire Extinguishers, Fire Hoses, Kitchen Hood Systems and 
Auxiliary Automatic Fire Suppression Systems shall be provided.  Note 
that recorded fields shall appear as indicated in 2.3 Subsection 2 and 
listed according to Floor in a sequential order as being inspected. 

 
 4. At Western Memorial Regional Hospital 2 Auxiliary Fire Suppression 

Systems are to be inspected.  One system is located in the Computer 
Room (1st Fl-Information Systems Dept) while the second one is located in 
the Flammable Liquids Room (Ramp outside Receiving Dept). 

 
 5. Fire Extinguishers must be replaced in same location if removed after 

servicing. 
 
 6. Hydro Testing is due five (5) years after the initial installation, and every 

three years thereafter. 
 
 7. All hoses must be un-racked and re-racked annually.  The purpose of this 

is so the folds are re-racked in a different position to prevent damage & 
permanent folds setting in the rubber lining. 

 
 8. Annual physical inspection of hoses must be completed.   
 
 9. Flow testing of stand pipe systems is required every five (5) years from 

last date of test. 
 
 10. This contract is for a four (4) year term commencing upon the awarding of 

this contract.  The Vendor shall submit pricing based on inspections per 
Site for the 1st, 2nd, 3rd and 4th year.  Cost shall be supplied for Hydrostats, 
for refills and cost for visual inspections.  Provisions for the cancellation 
and renewal of the contract will be agreed upon with the successful 
Vendor. 

 
 11. Supply Hourly rate for Emergency and service calls when requested. 
 
 12. All Sites to have one (1) inspection per year. 
 
 13. The Vendor shall provide support extinguishers in the event that a number 

of extinguishers have to be removed for servicing. 



 14. The Vendor shall provide a reasonable time interval for the return of the 
extinguishers to the Site after servicing. 

 
 15. The Vendor shall provide transportation to the nearest major Site in the 

Region for any extinguisher that requires servicing.  Western Health will 
use its transportation system to have Extinguishers shipped between 
remote and major sites. 

 
 16. The Vendor shall supply an inspection schedule to all sites upon the 

awarding of the tender.  One (1) week notice shall be given in the event 
the Vendor cannot meet the schedule. 

 
 17. Through the region there are a number of Clinics and housing units that 

require servicing of extinguishers.  Western Health will ask the successful 
Vendor to supply a price to service these locations. 

 
 18. The Kitchen Hood Systems are a part of this tender; the Vendor is 

reminded that some of these systems are listed in the reference sheets on 
fire extinguishers for each site.  The Vendor shall review the list and refer 
to the list of Sites to ensure that all systems are serviced. 

 
2.4 Equipment 
 

1. Attached are existing records of Fire Extinguisher & Kitchen Hood 
Systems.  These lists are attached for reference only.  This Tender is to 
cover all Extinguishers and Kitchen Hood Systems listed under the 
Sites. 

 
2.5 Emergency and Service Calls 
 

1. Provide twenty-four (24) hour a day, seven (7) days a week answering 
service for emergency and service calls.  The Vendor shall provide their 
Service Telephone Number. 

 
2.6 Replacement Parts 
 

1. The Contractor is required to give cost estimates on any replacement 
parts, extinguishers or Kitchen Hood Systems that are deemed to be non-
repairable and Western Health reserves the right to seek pricing from 
other suppliers. 

 
2. All replacement parts will be new; no used materials are acceptable. 
 
3. Where the Hospital has an equipment and inventory system the Vendors 

service person shall comply with the procedure required to update service 
and inventory records if they use materials from the Hospital inventory. 



2.7 Reports 
 

1. Reports shall require signature from the site (contact person as listed) with 
copies sent to the Regional Director, Physical Infrastructure Support and 
the local Authority having jurisdiction.  Attached is a copy of extinguisher 
record sheet. 

 
 
3.0 Presentation / Training / Service 
 

3.1 Service 
 

3.1.1 The Vendor shall advise in writing any concern regarding any 
problems with the supply of repair parts for any of the listed 
equipment or systems prior to submitting bid. 

 
3.1.2 The Vendor shall provide with their submission of this tender an 

hourly rate charged for extra work for alterations or modifications to 
the system/s. 

 
3.1.3 The Vendor shall agree to train Facilities Staff in the understanding 

of the operating and maintenance of the system/s.  This training is 
basic in nature and will only be required as a review on service 
visits.  The Vendor shall be capable of providing advanced training 
if required by the owner.  This advanced training cost will be 
outside the terms of this contract. 

 
3.1.4 The Vendor shall provide Service and Parts manuals required to 

service the Equipment. 
  
 
4.0 Product History and Vendor Reputation 
 

4.1 The Vendor shall provide a list of three (3) organizations where a similar 
Unit has been installed.  Include a contact person for each organization. 

 
 
5.0 Financial Considerations 
 

5.1 All applicable taxes shall be indicated in the Tender. 
 

5.2 The cost for installation, initial set-up and programming shall be included 
in the Tender price. 

5.3 All costs for training shall be included in the Tender.  This includes any 
travel, meals and accommodation. 

 



5.4 Terms of Payment 
 

The Authority agrees to pay the full invoiced amount within 30 days 
following acceptance of the installed system by Western Health.  
Acceptance testing will be completed within 30 days following the 
complete installation of the system. 
 
 

6.0 Vendor Confirmation (please sign) 
 

I confirm that our Tender meets or exceeds the specifications detailed in this 
invitation to Tender.  I also confirm that all specifications are included in the 
quoted price.  Any items that are optional are noted accordingly. 

 
 
 Signed   
 
 Title    
 
 Company Name  
 
 Address                    _________________________ 
                                            _________________________ 
 
 Phone                       _________________________ 

 
 
 
 
 
Tender Price $ : Please indicate your pricing the appropriate sheets below. 
 
Tax Extra   Yes _____ No _____ 

 
 
 
 
 
 
 
 
 
 
 
 
 



 

TENDER CHECKLIST 
 

TENDER #0171-1508 
 

DID YOU INCLUDE 
 
 
 
 

HAS TENDER SUBMISSION BEEN SIGNED     Yes      No      
 
COPY OF REQUIRED TENDER DOCUMENTS        Yes      No         
 
COPY OF BROCHURES (IF REQUESTED)     Yes      No         
 
COPY OF WCB LETTER OF GOOD STANDING (IF REQUIRED)  Yes      No      
 
COPY OF PROOF OF INSURANCE (IF REQUIRED)    Yes      No  
 
AMOUNT OF TAX NOTED ON REQUEST FOR QUOTATION FORM Yes      No      
 
OPTIONAL PRICING FOR TRAINING INCLUDED    Yes      No      
 
 
 
NOTE:   TENDER RESPONSES MAY BE REJECTED IF YOU ANSWER “NO” 

TO ANY OF THE ABOVE QUESTIONS. 
 

  

  

  

  

  

  

  



Appendix A :WESTERN HEALTH SITES: 
 

SITE LOCATION 
FIRE 

EXTINGUISHERS 
KITCHEN HOOD 

CONTACT 
PERSON 

TELEPHONE # 

Western Memorial Regional Hospital Corner Brook Yes Yes Ronald Wall 709-637-5000 Ext 6722 

Monaghan Hall Corner Brook Yes No Ronald Wall 709-637-5000 Ext 6722 

Hammond Building Corner Brook Yes No Ronald Wall 709-637-5000 Ext 6722 

Humberwood Addictions Center Corner Brook Yes No Ronald Wall 709-637-5000 Ext 6722 

Corner Brook Long Term Care Corner Brook Yes No Carlson Way 709-637-3999 Ext 3590 

Shamrock Manor Corner Brook Yes Yes Carlson Way 709-637-3999 Ext 3590 

Protective Community Residences Corner Brook Yes No Carlson Way 709-637-3999 Ext 3590 
Interfaith Cottages                                     
(1-44, 45-60, 73-88, 101-116) 

Corner Brook Yes No Carlson Way 
709-637-3999 Ext 3590 

Deer Lake Public Health Bldg. (Farm Rd.) Deer Lake Yes No Carlson Way 709-637-3999 Ext 3590 
Hampden Medical Clinic Hampden Yes No Carlson Way 709-637-3999 Ext 3590 
Jackson’s Arm Medical Clinic Jackson’s Arm Yes No Carlson Way 709-637-3999 Ext 3590 

Dr. Charles LeGrow Health Care Centre Port aux Basques Yes Yes Kenny Meade 709-695-4517 

Dr. Charles LeGrow Health Care Centre 
(Apartment Complex) 

Port aux Basques Yes No Kenny Meade 709-695-4517 

Dr. Charles LeGrow Health Care Centre 
(Gateway Cottages) 

Port aux Basques Yes No Kenny Meade 709-695-4517 

Rose Blanche Medical Clinic Rose Blanche Yes No Kenny Meade 709-695-4517 

LaPoile Medical Clinic LaPoile Yes No Kenny Meade 709-695-4517 

Calder Health Care Centre Burgeo Yes Yes Lloyd Janes 709-886-3350 

Ramea Medical Clinic Ramea Yes No Lloyd Janes 709-886-3350 

Grey River Medical Clinic Grey River Yes No Lloyd Janes 709-886-3350 
Francois Medical Clinic Francois Yes No Lloyd Janes 709-886-3350 
Jeffrey’s Medical Clinic Jeffrey’s Yes No Dennis Manuel 709-646-3215 
Lourdes Medical Clinic Lourdes Yes No Dennis Manuel 709-646-3215 
Bay St. George Long Term Care Stephenville Crossing Yes Yes Dennis Manuel 709-646-3215 

Bay St. George LTC Cottages (8 Unit) Stephenville Crossing Yes No Dennis Manuel 709-646-3215 

Bay St. George LTC Cottages (30 Unit) Stephenville Crossing Yes No Dennis Manuel 709-646-3215 

Bay St. George LTC Apartments (20 Unit) 
Congregate Building 

Stephenville Crossing Yes No Dennis Manuel 709-646-3215 

Sir Thomas Roddick Hospital Stephenville Yes Yes Dennis Manuel 709-643-5111 Ext 465 

Psychiatry Clinic (157 Minnesota Drive) Stephenville Yes No Dennis Manuel 709-643-5111 Ext 465 

STRH  Annex Stephenville Yes No Dennis Manuel 709-643-5111 Ext 465 

Bonne Bay Hospital Norris Point Yes Yes Kevin Bugden 709-458-2211 

Cow Head Medical Clinic Cow Head Yes No Kevin Bugden 709-458-2211 

Daniels Harbour Medical Clinic Daniels Harbour Yes No Kevin Bugden 709-458-2211 

Woody Point Medical Clinic Woody Point Yes No Kevin Bugden 709-458-2211 

Rufus Guinchard Health Centre Port Saunders Yes  Yes Ken Waddleton 709-861-3139 

 



Appendix B: WESTERN HEALTH:  Site:                                                                             Date:   
 

Extinguisher Extinguisher 
Number Agent Size 

Date of Last 
Hydro. Test 

Date Next Hydro 
Test Due 

Last 6 
Year 

Serial # of Fire 
Extinguisher 

Location of Fire 
Extinguisher 

Inspection Notes 

         

         
         
         
         
         
         
         

         
         
         
         
         
         

         
         
         
         
         
         

         
         
         

 
 
RECORD FOR FIRE EXTINGUISHERS:  Contractor:  _______________________   Owner Representative: ______________________



Appendix C: WESTERN HEALTH QUOTE SHEET: 
 

SITE LOCATION 
PRICE 1st 

YEAR 
PRICE 2nd 

YEAR 
PRICE 3rd 

YEAR 
PRICE 4th 

YEAR 

Western Memorial Regional Hospital Corner Brook     

Monaghan Hall Corner Brook     

Hammond Building Corner Brook     

Humberwood Addictions Center Corner Brook     

Corner Brook Long Term Care Corner Brook     

Shamrock Manor Corner Brook     

Protective Community Residences Corner Brook     

Interfaith Cottages                                    
1-44, 45-60, 73-88, 101-116) 

Corner Brook   
 

 

Deer Lake Public Health Bldg. (Farm Rd.) Deer Lake     

Hampden Medical Clinic Hampden     

Jackson’s Arm Medical Clinic Jackson’s Arm     

Dr. Charles LeGrow Health Care Center Port aux Basques     

Dr. Charles LeGrow Health Care Centre 
(Apartment Complex) 

Port aux Basques   
 

 

Dr. Charles LeGrow Health Care Centre 
(Gateway Cottages) 

Port aux Basques   
 

 

Rose Blanche Medical Clinic Rose Blanche     

LaPoile Medical Clinic LaPoile     

Calder Health Care Centre Burgeo     

Ramea Medical Clinic Ramea     

Grey River Medical Clinic Grey River     

Francois Medical Clinic Francois     

Jeffrey’s Medical Clinic Jeffrey’s     

Lourdes Medical Clinic Lourdes     

Bay St. George Long Term Care Stephenville Crossing     

Bay St. George LTC Cottages (8 Unit) Stephenville Crossing     

Bay St. George LTC Cottages (30 Unit) Stephenville Crossing     

Bay St. George LTC Apartments (20 Unit) 
Congregate Building 

Stephenville Crossing   
 

 

Sir Thomas Roddick Hospital Stephenville     

Psychiatry Clinic (157 Minnesota Dr.) Stephenville     

STRH  Annex Stephenville     

Bonne Bay Hospital Norris Point     

Cow Head Medical Clinic Cow Head     

Daniels Harbour Medical Clinic Daniels Harbour     

Woody Point Medical Clinic Woody Point     

Rufus Guinchard Health Centre Port Saunders     

TOTAL      

 
 

Vendor shall submit break down pricing 
 

Vendor Signature: ________________________ 
 

 
 
 
 
 
 
 



 
Appendix D: Vendors are asked to provide unit pricing for the services listed in 
the following table: 
 
 

Size Type 
Recharge/6 Year 

Maintenance 
Hydro-Test  

(Includes Recharge) 

2.5 lb ABC   
5 lb ABC   

10 lb ABC   
20 lb ABC   
5 lb CO2   
10 lb CO2   
15 lb CO2   
20 lb CO2   

2.5 gal PW   
 
 
 
 
 
Fire Hose Cabinets: 
 
Please provide pricing on all necessary servicing of Fire Hose Cabinets. 
 

SITE # OF FIRE HOSE CABINETS 

Western Memorial Regional Hospital 81 

   
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Appendix E:  
The following tables indicate the fire extinguisher type and location for all known 
units.  The successful vendor will be required to service and list all fire 
extinguishers at the listed sites and complete a report of the service performed: 

 
 

Western Health:  Site:  Western Memorial Regional Hospital            Date:  March 2015                      
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

BASEMENT 
 ABC 20lb 578242 Generator Rm 
 CO2 10lb 968044 Generator Rm 
 ABC 10lb 763161 Generator Rm 
 CO2 20lb 95878 Boiler Rm 
 ABC 20lb 136133 Boiler Rm 

 CO2 15lb 148167 Boiler Rm 
 ABC 5lb 986156 Boiler Rm – Lunch Rm 
 ABC 5lb 519532 Elect. Substation #4 
 CO2 5lb 346 Boiler Rm 
 CO2 10lb 522 Boiler Rm 
 ABC 20lb 4439 Carpenter Shop 

 ABC 20lb 483791 Carpenter Shop 
 ABC 5lb 358041 Outside Laundry C.1 
 ABC 10lb 699778 Laundry 
 ABC 10lb 699913 Laundry 
 ABC 5lb 467507 Hallway #2 C.2 
 ABC 5lb 158957 Hallway #3 C.3 
 ABC 10lb 278650 Laundry 

 ABC 20lb 606957 Laundry 
 ABC 10lb 535231 Laundry 
 ABC  278167 Laundry by Soil Holdings 
 ABC 5lb 358935 Hallway by Stores C.6 
 ABC 2.5lb 460008 Stores  
 ABC 5lb 359476 Stores Receiving C.5 

 ABC 10lb 537610 Stores 
 ABC 5lb 701799 Stores C.4 
 ABC 20lb 765907 Receiving Ramp 
 ABC 5lb 537607 Stores 
 ABC 5lb 626132 Basement 
 ABC 5lb 469145 Basement 

 
CO2 15lb 595299 

By Mech. Rm. #2 Under 
Kitchen 

 ABC 10lb 883933 Mech. Rm. #3 
 ABC 5lb 467594 Mech. Rm. #1 
 ABC 10lb 278653 Boiler Rm - Hallway 
 ABC 5lb 467605 Basement 
 ABC 5lb 467574 Mech. Rm. #1 
 CO2 10lb 78590 Morgue 



 ABC 20lb 578243 Mech. Rm. #1 
 ABC 20lb 578245 Mech. Rm. #1 
 ABC 20lb 578236 Mech. Rm. #1 
 ABC 5lb 467599 FHC #7 
 CO2 10lb 820045 Lab – Chemistry 
 CO2 10lb 886376 Lab – Chemistry 

 CO2 10lb 820050 Lab – Bacterial 
 ABC 2.5lb 260857 Lab – Pathology 
 CO2 10lb 545289 Cytology/Histology 
 ABC 5lb 393679 Lab 
 ABC 5lb 467560 Lab – General Prep Rm 
 ABC 5lb 467586 FHC #12 
 ABC 5lb 467533 FHC #11 

 ABC 10lb 278171 Pharmacy 
 ABC 10lb 537626 SPD Dispatch 
 ABC 5lb 467559 SPD Dispatch C.9 
 ABC 10lb 219765 Pharmacy 
 CO2 10lb 545282 Telephone Rm 
 CO2 15lb 320635 Mech. Rm. #1 Elect. #2 

 ABC 5lb 467583 FHC #10 
 ABC 10lb 144989 FHC by Maint. Shop  
 ABC 10lb 537640 Paint Shop 
 ABC 5lb 804542 Lunch Room 
GROUND FLOOR 
 ABC 5lb 467538 FHC #25 

 ABC 2.5lb 460050 Switchboard 
 ABC 5lb 467596 FHC #18  
 ABC 5lb 467575 FHC #21 
 ABC 5lb 467590 FHC #23 
 ABC 10lb 144986 FHC #Cat Scan 
 ABC 5lb 546855 FHC #24 
 ABC 5lb 519545 FHC Hall Ultrasound 

 CO2 5lb 641877 Emergency Rm #14 
 CO2 5lb 950444 CT Scan Rm 
 ABC 5lb 467601 FHC #15 
 ABC 5lb 467587 FHC #13 
 ABC 5lb 467536 FHC #14 
 ABC 5lb 467550 FHC #16 

 ABC 2.5lb 70838 ADL Assessment Rm 
 ABC 5lb 467532 FHC #20 
 Class K 6 L 289 Kitchen 
 Class K 6 L 145139 Kitchen 
 ABC 5lb 467453 OPD FHC #20 
 ABC 5lb 467588 OPD FHC #17 
 ABC 5lb 467580 OPD FHC #19 

 CO2 5lb 845609 OT Work Shop 
 ABC 10lb 652 Kitchen–Dishwasher Rm 
 ABC 10lb 238705 FHC #22 
 ABC 10lb 687566 Ambulance Area 



 ABC 10lb 59540 Ambulance Area 
 ABC 5lb 782124 Ambulance Unit #VH093 
 ABC 5lb 954605 Ambulance Unit #VH093 
 ABC 5lb 106445 Ambulance Unit #VH059 
 ABC 5lb 451518 Ambulance Unit #VH059 
 ABC 10lb 535256 X-Ray #4 

 Clean 
Guard 

3 gal 951052 MRI Control Room 

FIRST FLOOR 
 N2=2.8fm 

200=113 
248lb  Data Room/John Peach 

 ABC 5lb 393677 1st Floor 
 ABC 5lb 467326 1st Fl. OBS – Rm. By 125 
 ABC 5lb 467552 Common Kitchen 
 ABC 5lb 467573 FHC #26 

 ABC 5lb 467600 FHC #27 
 ABC 5lb 467938 FHC #28 
 ABC 5lb 467546 FHC #30 
 ABC 10lb 144985 CT Scan Penthouse 
 ABC 10lb 651161 Kitchen Penthouse 
 ABC 10lb 762587 CT Penthouse 

 CO2 10lb 894666 Information Systems 
 ABC 5lb 467579 FHC #33 
 ABC 5lb 467572 FHC #34 
 ABC 5lb 467553 FHC #32 
 ABC 5lb 467584 FHC #37A 
 ABC 5lb 467604 FHC #29 
 ABC 5lb 467576 FHC #36 

 ABC 5lb 467593 FHC #37 
 ABC 5lb 467607 1st OBS Hallway 
 ABC 5lb 520843 1st OBS Hallway 
 ABC 10lb 535248 OBS 
 PW 2.5 gal 260861 OBS 
 ABC 10lb 277810 FHC #31 

 ABC 5lb 520838 1st Floor Hallway 
 ABC 5lb 467348 1st Floor Hallway 
 ABC 5lb 467602 1st Floor Hallway 
 ABC 5lb 701770 FHC #35 
SECOND FLOOR 
 CO2 5lb 217586 AV Theatre 

 ABC 5lb 467592 FHC #41 
 ABC 5lb 467539 FHC #43 
 ABC 5lb 467565 FHC #47 
 CO2 5lb 546297 Recovery Room 
 ABC 10lb 535259 Recovery Room 
 ABC 5lb 467569 FHC #44 
 ABC 5lb 467501 FHC #40 

 ABC 5lb 467516 FHC #38 
 ABC 5lb 467585 FHC #39 



 ABC 5lb 467561 FHC #39A 
 ABC 5lb 467595 FHC #42 
 CO2 10lb 545292 Day Surgery 
 ABC 10lb 883967 Hallway 2nd Floor 
 Clean 

Guard 
10lb 417053 FHC #45 

 ABC 5lb 701789 Hallway 2nd Floor 

 ABC 5lb 467605 Hallway 2nd Floor 
 ABC 5lb 527012 Hallway 2nd Floor 
 Clean 

Guard 
10lb 417049 FHC #46 

 ABC 5lb 986156 Mechanical Rm 
 CO2 5lb 32957 Mechanical Rm 
THIRD FLOOR 
 ABC 5lb 522558 Hallway 3rd Floor 

 ABC 5lb 467598 FHC #51 
 ABC 5lb 467591 FHC #52 
 ABC 5lb 467577 FHC #55A 
 ABC 5lb 467603 Hallway 3rd Floor 
 ABC 5lb 467542 FHC #53 
 ABC 5lb 467528 FHC #54 

 ABC 5lb 467517 FHC #55 
 ABC 5lb 467512 FHC #49 
 ABC 5lb 467589 FHC #48 
 ABC 5lb 467566 FHC #50 
 ABC 10lb 883957 Hallway 3rd Floor 
 ABC 5lb 62214 Hallway 3rd Floor 
 CO2 5lb 153956 Biomed Shop 

 ABC 10lb 219253 Hallway 3rd Floor 
FOURTH FLOOR 
 ABC 5lb 467435 FHC #59 
 ABC 5lb 467434 FHC #60 
 ABC 5lb 621036 Hallway 4th Floor 
 ABC 5lb 467441 FHC #61 

 ABC 5lb 467571 FHC #62 
 ABC 5lb 467521 FHC #63 
 ABC 5lb 519531 FHC #57 
 ABC 10lb 278651 FHC #64 
 CO2 5lb 546287 ICU 
 ABC 10lb 467581 Hallway 4th Floor 

 ABC 5lb 467522 FHC #56 
 ABC 10lb 000196 Renal Dialysis Back Rm 
 ABC 5lb 527006 Hallway 4th Floor 
 ABC 5lb 467440 FHC #58 
 ABC 10lb 23166 Cancer Unit 
 

ABC 10lb 883962 
Mech Rm Hallway by 
Elect Rm 

 ABC 10lb 278657 Hallway 4th Floor 

FIFTH FLOOR 
 ABC 5lb 463443 FHC #65 



 ABC 5lb 463520 FHC #66 
 ABC 5lb 467519 FHC #67 
 ABC 5lb 467518 FHC #70 
 CO2 15lb 749472 Mechanical Rm 
 ABC 10lb 883959 Storage Rm 
 ABC 20lb 467563 FHC #68 

 
ABC 20lb 836193 

Mech Rm by 5-2 AHU 
505 

 
ABC 20lb 836197 

Mech Rm by 5-1 AHU 
506 

 ABC 20lb 836192 Mech Rm by 5-3 AHU  
 ABC 20lb 836188 Mech Rm by 5-5 AHU 
 ABC 5lb 467513 FHC #69 
SIXTH FLOOR 
 ABC 5lb 467535 FHC #73 

 ABC 5lb 467634 FHC #72 
 ABC 5lb 520497 FHC #74 
 CO2 20lb 095884 Elevator Rm 
 

CO2 20lb 095879 
Penthouse-Top of 
Stairway 

 ABC 5lb 467438 FHC #75 
 CO2 10lb 805960 Penthouse Elevator Rm 

 BC 20lb 749462 Elevator Rm 6th Floor 
 ABC 10lb 537605 Penthouse 
 BC 20lb 677392 Elevator Rm 6th Floor 
 ABC 5lb 467353 FHC #71 
 ABC 10lb 536413 Work Shop 
 ABC 5lb 883960 Storage Rm 6th Floor 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Western Health:  Site:  Monaghan Hall                Date:  March 2015 
                         

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 2.5lb 70788 4th Floor – Kitchen 
 ABC 5lb 467327 4th Floor  
 ABC 5lb  467300 4th Floor  
 ABC 5lb 467299 4th Floor 
 ABC 5lb 467506 3rd Floor  
 ABC 5lb 675259 3rd Floor – Kitchen 

 ABC 5lb 467609 3rd Floor 
 ABC 5lb 467286 3rd Floor 
 ABC 5lb 467325 3rd Floor  
 ABC 5lb 467311 2nd Floor 
 ABC 2.5lb 68918 2nd Floor – Kitchen 
 ABC 5lb 467285 2nd Floor  

 ABC 5lb 467339 2nd Floor 
 ABC 5lb 467340 1st Floor 
 ABC 5lb 467608 1st Floor 
 ABC 5lb 467309 Hostel Lounge – 

1st Floor 
 ABC 10lb 536410 Physio 
 ABC 10lb 537609 Physio 

 ABC 10lb 536424 Physio 
 ABC 5lb 467287 1st Floor 
 ABC  10lb 535243 L.L. Elect. Rm. 
 ABC 10lb 24321 Laundry Room 

   

 
 

Western Health:  Site:  Hammond Building                           Date:  March 2015 
                          
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lb 959874 Main Fl – Hall 
 ABC 5lb 62240 Lunch Room 
 PW 2.5 gal 739726 Resident Hall 
 ABC 10lb 959891 Resident Hall 
 PW 2.5 gal 740659 Lower Level Hall 

 ABC 10lb 581549 Lower Level Hall 
 ABC 10lb 31661 Lower Level Hall 
 ABC 10lb 31690 Main Office 

 
 
 
 



 
Western Health:  Site:      Humberwood Addictions Centre    Date:   March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC  875196 Center Client Area 
 ABC  262618 Client Kitchen Area 
 

ABC  875185 
Side Corridor 
Receiving Area 

 
ABC  875194 

Education Resource 
Area 

 ABC  262844 Electrical Room 
 ABC  262842 Staff Lounge 

 ABC  875195 Corridor Exit 
 ABC  875202 Main Lobby 
 ABC  875203 Corridor-Room 6 
 ABC  875213 Corridor-Room 4&5 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Western Health:  Site:  Corner Brook Long Term Care    Date:  March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 
Location of Fire Extinguisher 

 
ABC 10lbs 573383 

Generator Room / 
Carpenter Shop 

 
ABC 10lbs 573396 

Generator Room / 
Carpenter Shop 

 
ABC 10lbs 573394 

Generator Room / 
Carpenter Shop 

 
ABC 10lbs 573568 

Mechanical Room / 
Basement 

 
ABC 10lbs 573401 

Hall outside Mech. Rm. / 
Basement 

 
ABC 10lbs 573404 

Hall outside Utility Rm. / 
Basement 

 
ABC 10lbs 573397 

Hall outside Cafeteria / 
Basement 

 CO2 20lbs 497851 Kitchen / Cooks Area 
 CO2 24lbs 593388 Kitchen / Cooks Area 
 

ABC 10lbs 030967 
Protective Care / Kitchen / 
1st Floor South 

 
ABC 5lbs 605509 

DVA / Nsg Stn / 1st Floor 
North 

 
ABC 5lbs 840305 

DVA / Hallway / 1st Floor 
North 

 
ABC 5lbs 840308 

Restorative / near Nsg Stn / 
1st Floor North 

 
ABC 5lbs 605154 

Restorative / Hallway East / 
1st Floor North 

 
ABC 5lbs 840298 

Raspberry / Nsg Stn / 1st 
Floor South 

 
ABC 5lbs 840311 

Raspberry / Hallway / 1st 
Floor South 

 
ABC 5lbs 840286 

Protective / Main Area / 1st 
Floor South 

 
ABC 5lbs 840293 

Nsg Stn / West / 1st Floor 
South 

 
ABC 5lbs 840302 

Near Elevator / 2nd Floor 
Center 

 
ABC 5lbs 839114 

Nsg Stn / North East / 2nd 
Floor 

 
ABC 5lbs 839120 

Hallway / North East / 2nd 
Floor 

 
ABC 5lbs 840307 

Nsg Stn / North West / 2nd 
Floor 

 
ABC 5lbs 839124 

Hallway / North West / 2nd 
Floor 



 
ABC 5lbs 840301 

Nsg Stn / South East / 2nd 
Floor 

 
ABC 5lbs 840306 

Hallway / South East / 2nd 
Floor 

 
ABC 5lbs 840288 

Nsg Stn / South West / 2nd 
Floor 

 
ABC 5lbs 839125 

Hallway / South West / 2nd 
Floor 

 ABC 5lbs 840299 Elevator / 3rd Floor / Center 
 

ABC 5lbs 840309 
Nsg Stn / North East / 3rd 
Floor 

 
ABC 5lbs 840289 

Hallway / North East / 3rd 
Floor 

 
ABC 5lbs 839119 

Nsg Stn / North West / 3rd 
Floor 

 
ABC 5lbs 839118 

Hallway / North West / 3rd 
Floor 

 
ABC 5lbs 840296 

Nsg Stn / South East / 3rd 
Floor 

 
ABC 5lbs 839122 

Hallway / South East / 3rd 
Floor 

 
ABC 5lbs 839123 

Nsg Stn / South West / 3rd 
Floor 

 
ABC 5lbs 840297 

Hallway / South West / 3rd 
Floor 

 ABC 5lbs 839116 Elevator / 4th Floor Center 
 

ABC 5lbs 840294 
Nsg Stn / North East / 4th 
Floor 

 
ABC 5lbs 839117 

Hallway / North East / 4th 
Floor 

 
ABC 5lbs 840295 

Nsg Stn / North West / 4th 
Floor 

 
ABC 5lbs 840291 

Hallway / North West / 4th 
Floor 

 
ABC 5lbs 840310 

Nsg Stn / South East / 4th 
Floor 

 
ABC 5lbs 839121 

Hallway / South East / 4th 
Floor 

 
ABC 5lbs 840300 

Nsg Stn / South West / 4th 
Floor 

 
ABC 5lbs 839115 

Hallway / South West / 4th 
Floor 

 
ABC 10lbs 573388 

Penthouse / Near AHU’s 
1&4 

 
ABC 10lbs 573399 

Penthouse / Stairwell / 
Center 

 
ABC 10lbs 573567 

Penthouse / Near AHU’s 
2&3 

 ABC 7lbs 110227 LTC Bus 

 



 
Western Health:  Site:  Shamrock Manor                            Date:  March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 20lb 07944 Corridor 
 ABC 20lb 07934 Corridor 
 ABC 20lb 07935 Corridor 
 ABC 5lb 016547 Electrical Room 
 ABC 5lb 293340 Storage 
 ABC 2.5lb 293366 Apt 1 

 ABC 2.5lb 351567 Apt 2 
 ABC 2.5lb 292839 Apt 3 
 ABC 2.5lb 07215 Apt 4 
 ABC 2.5lb 293281 Apt 5 
 ABC 2.5lb 351566 Apt 6 
 ABC 2.5lb 351321 Apt 7 

 ABC 2.5lb 273350 Apt 8 
 ABC 2.5lb 351585 Apt 9  
 ABC 2.5lb 351548 Apt 10  
 ABC 2.5lb 351565 Apt 11 
 ABC 2.5lb 351560 Apt 12 
 ABC 2.5lb 293247 Lounge 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Western Health:  Site:      Protective Community Residences, Bungalow #1      
Date:   March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 2.5 lb YT-293279 Dining Room A 
 ABC 2.5 lb YT-293216 Dining Room B 
 ABC 5 lb ZM-703330 Kitchen 
 ABC 2.5 lb YT-293270 Rear Hallway 
 ABC 20lb ZK-380231 Workshed 

 
 
Western Health:  Site:      Protective Community Residences, Bungalow #2     
Date:   March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 2.5 lb ZS-331013 Dining Room A 
 ABC 2.5 lb ZT-680636 Dining Room B 
 ABC 5 lb ZM-703368 Kitchen 
 ABC 2.5 lb ZT-680683 Rear Hallway 

 
 
 
Western Health:  Site:      Protective Community Residences, Bungalow #3    
Date:   March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 2.5 lb ZT-680664 Dining Room A 
 ABC 2.5 lb ZS-331088 Dining Room B 
 ABC 5 lb ZM-703337 Kitchen 
 ABC 2.5 lb YT-293038 Rear Hallway 

 
 
Western Health:  Site:      Protective Community Residences, Bungalow #4   
Date:   March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 2.5 lb ZS-331133 Dining Room A 

 ABC 2.5 lb ZS-331131 Dining Room B 
 ABC 5 lb ZM-703336 Kitchen 
 ABC 2.5 lb ZS-331083 Rear Hallway 
 ABC 20lb ZK-380246 Pump House 
 ABC 20lb ZK-380251 Pump House 



Western Health:  Site:  Interfaith Cottages (1-44, 45-60, 73-88, 101-116)  Date:  March 2015 
                 
 
        

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lbs 954537 Cottage # 1 
 ABC 5lbs 954549 Cottage # 2 
 ABC 5lbs 640576 Cottage # 3 
 ABC 5lbs 954564 Cottage # 4 
 ABC 5lbs 954630 Cottage # 5  
 ABC 5lbs 954547 Cottage # 6  

 ABC 5lbs 954573 Cottage # 7 
 ABC 5lbs 640567 Cottage # 8 
 ABC 5lbs 954548 Cottage # 9 
 ABC 5lbs 640552 Cottage # 10 
 ABC 5lbs 954546 Cottage # 11  
 ABC 5lbs 640572 Cottage # 12  

 ABC 5lbs 640568 Cottage # 13 
 ABC 5lbs 640553 Cottage # 14 
 ABC 5lbs 954584 Cottage # 15  
 ABC 5lbs 640574 Cottage # 16 
 ABC 5lbs 954560 Cottage # 17 
 ABC 5lbs 954596 Cottage # 18 

 ABC 5lbs 954570 Cottage # 19 
 ABC 5lbs 640605 Cottage # 20 
 ABC 5lbs 640610 Cottage # 21  
 ABC 5lbs 640604 Cottage # 22 
 ABC 5lbs 640547 Cottage # 23 
 ABC 5lbs 954571 Cottage# 24 
 ABC 5lbs 954566 Cottage # 25 

 ABC 5lbs 954594 Cottage # 26 
 ABC 5lbs 954568 Cottage # 27 
 ABC 5lbs 640554 Cottage # 28 
 ABC 5lbs 640571 Cottage # 29 
 ABC 5lbs 954625 Cottage # 30 
 ABC 5lbs 640560 Cottage # 31  

 ABC 5lbs 954602 Cottage # 32 
 ABC 5lbs 954578 Cottage # 33 
 ABC 5lbs 954582 Cottage # 34  
 ABC 5lbs 954580 Cottage # 35 
 ABC 5lbs 640556 Cottage # 36  
 ABC 5lbs 640601 Cottage # 37 
 ABC 5lbs 954576 Cottage # 38 

 ABC 5lb 954565 Cottage # 39 
 ABC 5lb 954550 Cottage # 40 
 ABC 5lb 954585 Cottage # 41 
 ABC 5lb 954589 Cottage # 42 
 ABC 5lb 954626 Cottage # 43 



 ABC 5lb 954556 Cottage # 44 
 ABC 5lb 954544 Cottage #45 
 ABC 5lb 954601 Cottage # 46  
 ABC 5lb 954631 Cottage # 47 
 ABC 5lb 954551 Cottage # 48 
 ABC 5lb 640596 Cottage # 49 

 ABC 5lb 954574 Cottage # 50 
 ABC 5lb 954623 Cottage # 51  
 ABC 5lb 954587 Cottage # 52  
 ABC 5lb 640593 Cottage # 53 
 ABC 5lb 640548 Cottage # 54 
 ABC 5lb 954598 Cottage # 55 
 ABC 5lb 640583 Cottage # 56 

 ABC 5lb 640565 Cottage # 57 
 ABC 5lb 954575 Cottage # 58 
 ABC 5lb 954577 Cottage # 59 
 ABC 5lb 640598 Cottage # 60 
 ABC 5lb 954541 Cottage # 73 
 ABC 5lb 954616 Cottage # 74 

 ABC 5lb 954608 Cottage # 75 
 ABC 5lb 954562 Cottage # 76  
 ABC 5lb 954613 Cottage # 77 
 ABC 5lb 954579 Cottage #78 
 ABC 5lb 640559 Cottage # 79 
 ABC 5lb 954543 Cottage # 80 

 ABC 5lb 954565 Cottage # 81 
 ABC 5lb 954614 Cottage # 82 
 ABC 5lb 954612 Cottage # 83 
 ABC 5lb 954558 Cottage # 84 
 ABC 5lb 954591 Cottage # 85 
 ABC 5lb 954555 Cottage # 86 
 ABC 5lb 954617 Cottage # 87 

 ABC 5lb 954545 Cottage # 88 
 ABC 5lb 954559 Cottage # 101 
 ABC 5lb 954567 Cottage # 102 
 ABC 5lb 954561 Cottage # 103 
 ABC 5lb 954554 Cottage # 104 
 ABC 5lb 954563 Cottage # 105 

 ABC 5lb 954535 Cottage # 106 
 ABC 5lb 954593 Cottage # 107 
 ABC 5lb 954628 Cottage # 108 
 ABC 5lb 954551 Cottage # 109 
 ABC 5lb 954552 Cottage # 110 
 ABC 5lb 954536 Cottage # 111 
 ABC 10lb 963105 Garage-Large 

 ABC 10lb 640550 Garage-Small 
 ABC 5lb 954540 Cottage # 112 
 ABC 5lb 954607 Cottage # 113 
 ABC 5lb 954532 Cottage # 114 



 ABC 5lb 954572 Cottage # 115 
 ABC 5lb 640575 Cottage # 116 
 ABC 10lb 963127 Electrical Cottage 
 ABC 10lb 963142 Electrical Cottage 
 ABC 10lb 963126 Electrical Cottage 
 ABC 10lb 963118 Electrical Cottage  

 ABC 10lb 963116 Electrical Cottage  
 ABC 10lb 963125 Electrical Cottage 
 ABC 10lb 963110 Electrical Cottage 
 ABC 10lb 963128 Electrical Cottage 

 
 
 
Western Health:  Site:  Deer Lake Public Health Building     Date:   March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lbs 621199  

 ABC 5lbs 621008  
 ABC 5lbs 393680  
 ABC 5lbs 332061  
 ABC 5lbs 621194  
 ABC 5lbs 396675  
 ABC 5lbs 621026  

 
 
 
Western Health:  Site:  Hampden Medical Clinic      Date:   March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lbs 674941  
 ABC 5lbs 640532  
 ABC 5lbs 674949  

 
 
Western Health:  Site:  Jackson’s Arm Medical Clinic     Date:   March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lbs 640580  

 ABC 5lbs 469268  
 
 



Western Health:  Site:  Dr. Charles LeGrow Health Care Centre Date:  March 2015   
                     
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lbs 487007 Maintenance Shop 

 ABC 10lbs 488085 Outside SPD 
 CO2 10lbs 545493 Outside Kitchen 

 CO2 10lbs 545492 Kitchen 

 CO2 10lbs 545488 Cafeteria 

 
ABC 

10lbs 
487018 

Administration 
Area 

 
ABC 

10lbs 
488116 

Acute Care 
Corridor 

 
ABC 

10lbs 
487014 

Beside Acute Care 
Break Room 

 
ABC 

10lbs 
488114 

Tub Long Term 
Care  

 
ABC 

10lbs 
488093 

Long Term Care  
Corridor 

 ABC 10lbs 488117 X-Ray Fire Door 

 CO2 10lbs 545491 Physiotherapy 

 ABC 10lbs 487051 X-Ray 

 K 10lbs 241022 Kitchen 

 
ABC 

10lbs 
487006 

OPD/Doctor’s 
Office 

 ABC 10lbs 487044 Resus. Room OPD 

 
ABC 

10lbs 
488084 

Doctor’s 
Conference Room 
OPD 

 ABC 10lbs 488103 Dialysis Corridor  

 ABC 10lbs 488086 Penthouse 

 CO2 10lbs 545484 Boiler Room 

 CO2 10lbs 545487 Boiler Room 

 CO2 10lbs 545486 Boiler Room 
 CO2 10lbs 545483 Boiler Room 

 CO2 10lbs 545495 Electrical Room 

 ABC 10lbs 558915 Rec. Therapy 

 
ABC 

10lbs 
487045 

Occupational 
Therapy Corridor 

 ABC 10lbs 487043 Lab/X-Ray 

 CO2 10lbs 545497 Stores 

 ABC 10lbs 546294 Lab 

 ABC 10lbs 246991 Maintenance Shop 

 ABC 10lbs 488123 O.R. 

 ABC 10lbs 488121 O.R. 
 ABC 10lbs 487009 Penthouse 

 ABC 10lbs 488083 Elevator 



 ABC 10lbs 630425 LTC Bus 
 ABC 10lbs 130266 Shed 

 ABC 10lbs 130271 Shed 

 ABC 10lbs 488122 Dialysis 

 
 
Western Health:  Site:  Dr. Charles LeGrow Health Care Centre Date:  March 2015   
                 (Apartment Complex)  
                    

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 
Location of Fire Extinguisher 

 Dry Chem 10lbs 487060 Main Floor Entrance Lobby 

 CO2 10lbs 130124 Main Floor Elevator 

 Dry Chem 10lbs 346368 Main Floor Garbage Room 

 CO2 10lbs 548443 Main Floor Electrical Room 

 CO2 10lbs 548447 Main Floor Electrical Room 
 

Dry Chem 
10lbs 

346229 
Main Floor Back Emergency 
Door 

 Dry Chem 10lbs 467335 Main Floor Lounge 

 
Dry Chem 10lbs 487006 

2nd Floor Front Emergency 
Door 

 
Dry Chem 

10lbs 
346195 

2nd Floor Back Emergency 
Door 

 
Dry Chem 

10lbs 
487092 

3rd Floor Front Emergency 
Door 

 
Dry Chem 

10lbs 
487070 

3rd Floor Back Emergency 
Door 

 ABC 5lb 631969 Apartment 1 

 ABC 5lb 467345 Apartment 2 

 ABC 5lb 467562 Apartment 3 

 ABC 5lb 467314 Apartment 4 

 ABC 5lb 467315 Apartment 5 

 ABC 5lb 467316 Apartment 6 

 ABC 5lb 467338 Apartment 7 

 ABC 5lb 467322 Apartment 8 

 ABC 5lb 467567 Apartment 9 

 ABC 5lb 467330 Apartment 10 

 ABC 5lb 467564 Apartment 11 

 ABC 5lb 525507 Apartment 12 

 ABC 5lb 467304 Apartment 13 

 ABC 5lb 467317 Apartment 14 

 ABC 5lb 467365 Apartment 15 

 ABC 5lb 467347 Apartment 16 

 ABC 5lb 630432 Apartment 17 

 ABC 5lb 467321 Apartment 18 

 ABC 5lb 467554 Apartment 19 

 ABC 5lb 467346 Apartment 20 

 ABC 5lb 467307 Apartment 21 



Western Health:  Site:  Dr. Charles LeGrow Health Care Centre Date:  March 2015   
                   (Gateway Cottages)  
                    
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lb 462594 Cottage 1 - Kitchen 

 ABC 5lb 462784 Cottage 2 - Kitchen 
 ABC 5lb 462663 Cottage 3 - Kitchen 

 ABC 5lb 462791 Cottage 4 - Kitchen 

 ABC 5lb 462778 Cottage 5 - Kitchen 

 ABC 5lb 462595 Cottage 6 - Kitchen 

 ABC 5lb 462669 Cottage 7 - Kitchen 

 ABC 5lb 462801 Cottage 8 - Kitchen 

 ABC 5lb 462792 Cottage 9 - Kitchen 

 ABC 5lb 462666 Cottage 10 - Kitchen 

 ABC 5lb 462799 Cottage 11 - Kitchen 

 ABC 5lb 462783 Cottage 12 - Kitchen 

 ABC 5lb 462802 Cottage 13 - Kitchen 

 ABC 5lb 462803 Cottage 14 - Kitchen 

 ABC 5lb 462660 Cottage 15 - Kitchen 

 ABC 5lb 462596 Cottage 16 - Kitchen 

 ABC 5lb 462779 Cottage 17 - Kitchen 

 ABC 5lb 462789 Cottage 18 - Kitchen 

 ABC 5lb 462796 Cottage 19 - Kitchen 

 ABC 5lb 462661 Cottage 20 - Kitchen 

 
 
 
Western Health:  Site:  Rose Blanche Medical Clinic         Date:  March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lb 461435  
 
 
 
Western Health:  Site:  LaPoile Medical Clinic         Date:  March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 Dry 
Chemical 

7lb 838519 
 

 Dry 
Chemical 

8lb 885156 
 

 
 



Western Health:  Site:   Calder Health Care Center           Date:   March 2015    
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 BC 5 gal A3 604208 Kitchen 
 K 6 liter AC 241021 Kitchen 
 ABC 10lb AF 487005 Receiving 
 ABC 10lb AF 487004 Near Morgue 
 ABC 10lb AF 487017 Mechanical Rm 
 CO2 20lb AB 548444 Generator Rm 

 CO2 20lb AB 548440 Electrical Rm 
 ABC 10lb AF 487000 Workshop 
 ABC 10lb AF 487003 Outside Storage 
 ABC 10lb AF 487482 Laundry 
 

CO2 20lb AB 548438 
Small Electrical  
Rm 

 ABC 10lb AF487401 Cafeteria 

 
ABC 10lb AF 487037 

Conference Rm 
Corridor 

 ABC 5lb AF 468800 Conference Rm 
 ABC 5lb AF 468803 Public Health 
 CO2 5lb Z 737142 Computer Rm 
 ABC 10lb AF 486971 Lobby 
 ABC 10lb AF 486975 Emg. Entrance 
 ABC 10lb AF 487025 Nursing Station 

 ABC 5lb AF 468802 Rec Therapy 
 ABC 5lb LX 53644 Dining Rm 
 ABC 10lb AF 486963 Long Term Care 
 CO2 20lb AB 32329 Electrical Closet 
 ABC 10lb AF 486967 Corridor Lab 
 ABC 10lb AF 487016 Lab 

 CO2 20lb AB 548435 X-Ray 
 ABC 5lb AF 469061 LTC Bus 
 ABC 5lb AF 468801 Shed 
 ABC 2.5lb AF 462718 House #1 
 ABC 2.5lb AF 462717 House #2 
 ABC 2.5lb AF462716 Apt.#1 

 ABC 2.5lb AF462719 Apt.#2 
 CO2 10lb ZK 278169 Spare 
 ABC 2lb AF 462673 Spare 

 
 
 
 
 
 
 
 



Vendor must provide, in advance, a one week notice of inspection for the Ramea, 
Grey River and Francois Clinics as to enable staff to arrange to have these 
extinguishers at the Calder Health Care site for the inspection. 
 
 
Western Health:  Site:   Ramea Clinic            Date:  March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 CO2 5lb 806417C  
 ABC 5lb 386427C  
 ABC 5lb 701717  
 ABC 2.5lb 69658  
 ABC 10lb 277164  
 ABC 2.5lb 592069C  

 
Western Health:  Site:  Grey River Clinic           Date:  March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lb   
 
Western Health:  Site:  Francois Clinic           Date:  March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lb   

 
 
Western Health:  Site:  Jeffrey’s Medical Clinic     Date:  March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lb 315012  
 ABC 10lb 315560  

 
Western Health:  Site:  Lourdes Medical Clinic       Date:  March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lb 485963  
 ABC 10lb 487096  

 
 



Western Health:  Site:  Bay St. George Long Term Care  Date:  March 2015   
                      
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lb 488080 Chronic Care 
 ABC 10lb 488002 Chronic Care 
 ABC 10lb 488106 Chronic Hallway 
 ABC 2.5lb 708884 Rec Kitchen 
 ABC 10lb 630040 OPCT Storage Rm. 
 ABC 10lb 488078 Large Group Living 

 ABC 2.5lb 462717 Physio Room 
 ABC 10lb 488077 Protective Care 
 ABC 2.5lb 462776 Staff Room 
 ABC 2.5lb 708849 T.V. Room 
 ABC 2.5lb 512848 Office Admin 
 BC 10lb 545496 Electrical Room 

 ABC 10lb 469281 Hall-South Wing 
 ABC 10lb 488108 Hall-South Wing 
 ABC 10lb 488101 Hall-South Wing 
 ABC 10lb 488098 Hall-South Wing 
 ABC 2.5lb 462790 Rec. Rm. – South 
 ABC 10lb 488097 Hall – North Wing 

 ABC 2.5lb 462793 North Wing Conf. 
 ABC 10lb 488102 North Wing Hall 
 ABC 10lb 488081 North Wing Hall 
 ABC 2.5lb 488078 Laundry Room 
 ABC 10lb 488105 North-Wing Lounge 
 BC 10lb 469300 Maint. Room 
 CO² 10lb 63059 Kitchen 

 BC 10lb 488099 Kitchen 
 K Class 6 L 241904 Kitchen 
 ABC 10lb 488088 Kitchen Cafe 
 ABC 10lb 488104 Nursing Storage 

 ABC 5lb 488107 Nursing Storage 

 ABC 10lb 469295 Kitchen Storage 
 

ABC 2.5lb 462775 
Garage Storage-
Snow Blower 

 ABC 10lb 488079 Garage Storage 
 ABC 10lb 488100 Generator Room 
 ABC 2.5lb 462191 Outreach Room 
 ABC 5lbs 467581 LTC Bus 

 
 
 
 
 
 
 



Western Health:  Site: Bay St. George LTC Cottages (8 Unit)  Date:  March 2015 
   
                        

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lb 469299 Cottage # 1   
 ABC 5lb 469298 Cottage # 2 
 ABC 5lb 469308 Cottage # 3 
 ABC 5lb 469297 Cottage # 4 
 ABC 5lb 469296 Cottage # 5 
 ABC 5lb 469293 Cottage # 6 

 ABC 5lb 469294 Cottage # 7 
 ABC 5lb 469319 Cottage # 8 

 
 

Western Health:  Site:  Bay St. George LTC Cottages (30 Unit) Date:  March 2015   
             

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 2.5lb 2342 Elect # F6 
 ABC 2.5lb 462782 F # 4  

 ABC 2.5lb 462203 F # 3 
 ABC 2.5lb 462216 F # 2 
 ABC 2.5lb 462218 F # 1 
 ABC 2.5lb 462199 D # 1 
 ABC 2.5lb 462787 D # 2 
 ABC 2.5lb 462780 D # 3 
 ABC 2.5lb 462774 D # 4 

 ABC 2.5lb 462206 D # 5 
 ABC 2.5lb 462592 D # 6 
 ABC 2.5lb 2370 Elect  D # 7 
 ABC 2.5lb 462195 B # 6  
 ABC 2.5lb 462196 B # 5 
 ABC 2.5lb 462202 B # 4 

 ABC 2.5lb 462644 B # 3 
 ABC 2.5lb 462773 B # 2 
 ABC 2.5lb 462219 B # 1 
 ABC 2.5lb 2371 Elect Rm B7 
 ABC 2.5lb 2347 Elect Rm A5 
 ABC 2.5lb 462788 A # 1 

 ABC 2.5lb 462785 A # 2 
 ABC 2.5lb 462654 A # 3 
 ABC 2.5lb 462194 A # 4 
 ABC 2.5lb 462197 C # 1 
 ABC 2.5lb 462653 C # 2 
 ABC 2.5lb 462645 C # 3 
 ABC 2.5lb 462198 C # 4 

 ABC 2.5lb 462200 C # 5 



 ABC 2.5lb 2352 Elect C # 8 
 ABC 2.5lb 2373 Elect E # 5 
 ABC 2.5lb 462379 E # 1 
 ABC 2.5lb 462772 E # 2 
 ABC 2.5lb 34415 E # 3 
 ABC 2.5lb 462209 E # 4 

 ABC 2.5lb 462193 E # 5 
 
 

Western Health:  Site:  Bay St. George LTC Apartments (20 Unit) Date:  March 2015   
                 (Congregate Building) 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 CO2 10lb 603025 Electrical Room 
 ABC 5lb 601945 Hall 
 ABC 5lb 469310 Kitchen 
 ABC 5lb 601951 Hall 

 ABC 2.5lb 462211 Room 115 
 ABC 2.5lb 462201 Room 114 
 ABC 2.5lb 462810 Room 113 
 ABC 2.5lb 462217 Room112 
 ABC 2.5lb 462786 Room 111 
 ABC 2.5lb 462214 Room 110 

 ABC 2.5lb 462781 Room 108 
 ABC 2.5lb 601924 Hall 
 ABC 2.5lb 462652 Room 106 
 ABC 2.5lb 462205 Room 105 
 ABC 2.5lb 462190 Room 104 
 ABC 5lb 601944 Hall 
 ABC 2.5lb 462213 Room 124 

 ABC 2.5lb 462811 Room 125 
 ABC 2.5lb 462650 Room 126 
 ABC 2.5lb 462192 Room 134 
 ABC 2.5lb 462814 Room 127 
 ABC 2.5lb 708914 Room 133 
 ABC 2.5lb 462207 Room 128 

 ABC 2.5lb 462215 Room 132 
 ABC 2.5lb 462212 Room 131  
 ABC 2.5lb 462800 Room 129 
 ABC 5lb 601919 Hall 

 
 
 
 
 
 
 
 



Western Health:  Site:  Sir Thomas Roddick Hospital   Date:  March 2015 
                    
Room # Room Description Location Serial # 

8001 Penthouse #1 Near Entrance Door 485901 

8001 Penthouse #1 On wall near stacks 486980 

8002 Penthouse #2 On wall near exit 485889 

8002 Penthouse #2 On wall near Johnsons 485978 

8003 Penthouse #3 Near exit door 485946 

8003 Penthouse #3 Near Entrance Door 485982 

7047 Data Room Near Door "00699 

7046 Electrical Room On Pillar near door "00468 

7045 Electrical Room On back wall "00704 

7043 Boiler Room Near Air Compressor 487015 

7043 Boiler Room Outside diesel Rm "00467 

7043 Boiler Room Near sink 485957 

7043 Boiler Room Near Loading Door 487112 

7040 Maint. Shop Near exit door 485948 

7040 Maint. Shop Near Entrance Door 487107 

7036 Loading Bay Near exit door 485998 

7028 Corridor Wall Outside CSR 485965 

7028 Corridor on wall in front of Stores 485959 

7023 Stores On Pillar near centre of Room 485990 

7010 Corridor On Wall Between Washrooms 485964 

7008 Cafeteria On Wall Near entrance 485955 

7007 Café Serving Line On wall outside room 1009 AA-378296 

7003 Electrical Room On Wall Near entrance "00715 

7000 Corridor Next to Emerg. Exit 485950 

6062 Physio Main Room On Pillar in centre of room 485980 

6028 Corridor On Wall Across from Storage 485958 

6022 Physio Corridor On Wall by Front Desk 485973 

6021 Corridor On Wall near Emerg. Exit 485994 

6015 Core Lab On Wall Near Door 487103 

6001 Lab Blood Collection On Wall nest to EKG. 487113 

5068 Pharmacy On Wall nest to Kitchen 487110 

5055 Corridor On Wall end of Hall 487021 

5055 Corridor On Wall Near entrance 486000 

5040 Corridor Near Emerg. Exit 485939 

5026 Corridor Across from Processor 485947 

5020 Corridor Across from X-Ray #1 535246 

4041 Pre-Op Holding On Wall Near Sink 487464 

4040 Corridor Near Pre-Op Holding 485984 

4040 Corridor Near Entrance of Staff Room 485949 

4033 Sterile OR Corridor On Wall Near Sink 485954 

4007 Electrical Room OR On Wall  Near entrance "00716 

3148 Corridor On Wall Outside Nursing Station 485975 

3145 Corridor Near To Exit 485969 

3145 Corridor On Wall Mid Hallway 485979 

3125 Corridor Next to Exit 487109 

3121 Corridor Across from Chapel 485977 

3089 Corridor End of Hallway near Exit 486982 

3089 Corridor On Wall Mid Hallway 485968 

3082 Corridor On wall outside doors 485967 

3039 Electrical Room On Wall Near entrance "00868 



3029 Dialysis On Wall near Washroom 485972 

3019 ICU Lay By Area On Wall near Washroom 485981 

3003 Corridor Next to Respiratory 487104 

3000 Corridor On Wall Near Atrium 487102 

2091 Corridor On wall near exit 487023 

2090 Corridor On Wall near Housekeeping Room 485945 

2083 Lay By Area Near Emergency Entrance 485952 

2061 Corridor Emergency near Washroom 485961 

2050 Waiting Area On Wall Near Security 485971 

2002 Corridor On Wall Near Chemotherapy 487103 

1043 Corridor On Wall next to Human Resources 485983 

1019 Education On Wall next to Education Office 487020 

1015 Corridor 
Corridor across from Female 
Locker rm. 486970 

1013 Corridor On Wall Next to Staffing 485956 

1013 Corridor 
On wall across from Volunteer 
Office 485992 

1001 Lobby On Wall Near entrance 485999 

M501 Maintenance Shed On Wall Near Grinder 487111 

M501 Maintenance Shed On Wall Near entrance 131852 

3082 Corridor next to rm 309 485976 

3088 Corridor on wall across from RN station 485986 

 
 
Western Health:  Site:  Psychiatry Clinic            Date:  March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lb 485951 Main Corridor 
 
 
Western Health:  Site:  Sir Thomas Roddick Hospital Annex Building Date:  March 2015 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 5lb 487022 Basement 

 
ABC 5lb 486961 

Speech & Hearing Mid 
Hallway 

 
ABC 5lb 485991 

Front Entrance Near 
Door 

 
ABC 5lb 487105 

On Corridor Wall Near 
Lunch Rm 

 
ABC 5lb 487095 

On Wall Near Entrance 
to Basement 

 
ABC 5lb 485996 

On Wall Next to Door 
Speech & Hearing 

 
ABC 5lb 487094 

On Wall Next to Michelle 
Skinner’s Office 

 



Western Health:  Site:  Bonne Bay Hospital            Date:  March 2015 
                          
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 K Class 6l 241027 Kitchen  
 Dry 

Chem 
10lb 531826 Spare 

 CO² 10lb 545305 Boiler Room 

 CO² 10lb 545321 Chiller 

 CO² 10lb 545311 Maint. Room 

 CO² 10lb 545322 Elect-Tele Room 

 CO² 10lb 545313 Generator Room 

 ABC 20lb 2224 Long Term 
 ABC 20lb 2278 Long Term 
 ABC 20lb 2218 Long Term 
 ABC 20lb 2276 Long Term  
 ABC 20lb 2220 Acute Care 
 ABC 20lb 2223 Acute Care 

 ABC 20lb 2222 Observation/ Treatment 
 CO² 10lb 545312 Ambulance Bay 

 ABC 10lb 2216 Emergency Entrance 
 CO² 10lb 545296 X-Ray 

 ABC 20lb 2225 Hall by X-Ray 

 ABC 20lb 2214 Hall by X-Ray 
 ABC 20lb 2281 Outpatients 
 ABC 10lb 23149 Registration Entrance 
 CO² 10lb 545317 Stores 

 ABC 20lb 2279 Hall by Admin Entrance 

 ABC 20lb 2274 Public Health 
 CO² 10lb 545319 Secondary Elect. Room 

 CO² 10lb 545323 Oxygen Storage 

 CO² 10lb 35381 Outside Main Elect. Rm. 

 CO² 10lb 33583 Elect-Tele Room 

 CO² 10lb 925207 Mechanical Room 400 

 CO² 10lb 925714 Mechanical Room 402 

 
CO² 10lb 545316 

Mechanical Room 
Above Kitchen 

 CO² 10lb 33580 Outside Sec. Elect. Rm. 

 CO² 10lb 545318 LTC Kitchen 

 ABC 5lb 960894 LTC Bus 

 
 
 
 



 
 
Western Health:  Site:  Cow Head Medical Clinic    Date:  March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lbs 701772 Downstairs 
 ABC 10lbs 701769 Upstairs 

 
 
 
Western Health:  Site:  Daniels Harbour Medical Clinic  Date:  March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lb 16768 Waiting Room 
 Dry 

Chemical 
5lbs 382014 Basement Floor 

 Dry 
Chemical 

5lbs 701786 Basement Floor 

 ABC 10lbs 237459 On Wall - Basement 
 
 
 
Western Health:  Site:  Woody Point Medical Clinic   Date:  March 2015 
 
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lbs 766234 Waiting Area 
 Loaded 

Stream 
10lbs 766219 

Staff Room/Kitchen 

 
 
 
 
 
 
 
 
 
 
 
 
 
 



Western Health:  Site:  Rufus Guinchard Health Care Centre  Date:  March 2015  
                          
 

Extinguisher 
Extinguisher 

Number Agent Size 

Serial # of 
Fire 

Extinguisher 

Location of Fire 
Extinguisher 

 ABC 10lbs 42817 Amb Garage 
 ABC 10lbs 42284 Amb Garage 
 ABC 10lbs 42831 Amb Garage 
 ABC 5lbs 940966 2005 Amb 
 ABC 5lbs 630453 2005 Amb 
 ABC 5lbs 116647 2010 Amb 

 ABC 5lbs 116648 2010 Amb 
 ABC 5lbs  LTC Bus 
 ABC 5lbs  LTC Bus 
 CO2 15lbs 968968 Elect Room 
 CO2 15lbs 968961 Generator Room 
 CO2 15lbs 968959 Elect Closet 

 CO2 15lbs 968957 Elect Closet 
 CO2 15lbs 968960 X-Ray Room 
 K 15lbs 241025 Kitchen 
 ABC 10lbs 537639 Mech Room 
 ABC 10lbs 968627 Workshop 
 ABC 10lbs 535242 Waiting Room 

 ABC 5lbs 520826 Public Health 
 ABC 5lbs 527098 Lg. Conference Rm 
 ABC 10lbs 535247 Hall by Conf. Room 
 ABC 10lbs 537630 Bulk Storage 
 ABC 10lbs 537608 OS Storage 
 ABC 10lbs 535261 Garbage Room 
 ABC 10lbs 535228 Staff Entrance 

 ABC 10lbs 537641 Corridor by Cafeteria 
 ABC 10lbs 532260 LTC Nsg Station 
 ABC 10lbs 537629 LTC Corridor 
 ABC 10lbs 535229 AC Corridor 
 ABC 10lbs 535258 Corridor by Lab 
 ABC 10lbs 537624 OPD Corridor 

 
 
 


